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EXTERIOR

9.  10. 

Garage \ General
Condition: Suggest upgrading to GFCI protected outlets in the garage
Location: Throughout Garage
Task: Improve
Time: Less than 2 years
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STRUCTURE

Description

Configuration: Basement Crawl space

Foundation material: Poured concrete Masonry block Brick

Floor construction: Joists

Exterior wall construction: Wood frame

Roof and ceiling framing: Rafters/roof joists Skip sheathing

Limitations

Attic/roof space: No access

Recommendations

Foundations \ Foundation
Condition: Cracked
Implication(s): Chance of water damage to contents, finishes and/or structure | Weakened structure
Location: South Basement
Task: Monitor
Time: Ongoing
Note: I observed a crack in the foundation on the South side of the house. I couldn't tell how big is was because it has
been skimmed with a thin coat of concrete. Suggest monitoring it for growth in the future.
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http://www.discoverhorizon.com/hrb/HHRB.aspx?id=496&DROPDOWN=298
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=500&DROPDOWN=923
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=445&DROPDOWN=4607
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=445&DROPDOWN=3072
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=445&DROPDOWN=374
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=562&DROPDOWN=2541
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=652&DROPDOWN=6516
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=728&DROPDOWN=4771
http://www.discoverhorizon.com/hrb/article.aspx?ASKID=353&DROPDOWN=911
http://www.discoverhorizon.com/hrb/LargeImage.aspx?IMAGE=0250.gif
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11. 
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ELECTRICAL

Description

Service entrance cable and location:
Overhead aluminum
Underground aluminum

Note: Power to garage is run underground

Service size: 200 Amps (240 Volts)

Main disconnect/service box rating: 200 Amps

Main disconnect/service box type and location: Breakers - basement

System grounding material and type: Copper - ground rods

Auxiliary panel rating: 100 Amps

Auxiliary panel type and location: Breakers - garage

Distribution wire material and type: Copper - non-metallic sheathed

Type and number of outlets: Grounded - typical

Circuit interrupters: Ground Fault (GFCI) & Arc Fault (AFCI): GFCI - bathroom GFCI - kitchen

Smoke detectors: Smoke detectors needed

Limitations

System ground: Quality of ground not determined

Recommendations

Distribution system \ Junction boxes
Condition: Missing, loose 
Implication(s): Electric shock | Fire hazard
Location: South Basement
Task: Provide
Time: Immediate
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http://www.discoverhorizon.com/hrb/HHRB.aspx?id=906&DROPDOWN=7753
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=906&DROPDOWN=7752
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=920&DROPDOWN=56
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=934&DROPDOWN=53
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=934&DROPDOWN=7758
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=951&DROPDOWN=1976
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=980&DROPDOWN=26
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=980&DROPDOWN=7779
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1019&DROPDOWN=784
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1091&DROPDOWN=7792
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1133&DROPDOWN=307
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1133&DROPDOWN=2543
http://www.discoverhorizon.com/hrb/article.aspx?ASKID=522&DROPDOWN=3483
www.yourhometowninspections.com


2211 NE 57th Ave, Portland, OR     October 7, 2009 www.yourhometowninspections.com

CCB #187154 | OCHI #1379 | CMI #62671

ELECTRICAL

C
lic

k 
on

 im
ag

e 
to

 e
nl

ar
ge

.

12. 

Condition: Missing, loose 
Implication(s): Electric shock | Fire hazard
Location: Rear Garage
Task: Provide
Time: Immediate
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ELECTRICAL

13. 

Distribution system \ Outlets
Condition: Ungrounded
Implication(s): Electric shock
Location: Front First Floor Bedroom
Task: Correct
Time: Immediate
Note: One of the outlets in the bedroom on the first floor is ungrounded. Suggest having an electrician repair it.

Condition: Ungrounded
Implication(s): Electric shock
Location: First Floor Bathroom
Task: Correct
Time: Immediate
Note: This outlet is ungrounded. Suggest having an electrician repair it.

14. 
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ELECTRICAL

Distribution system \ Smoke detectors
Condition: None
Implication(s): Fire hazard
Location: Throughout
Task: Provide
Time: Immediate
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HEATING

Description

Fuel: Gas

System type: Furnace

Heat distribution: Ducts and registers

Approximate capacity: 50,000 BTU/hr

Efficiency: Mid-efficiency

Approximate age: 9 years

Failure probability: Low

Main fuel shut off at: Meter

Fireplace: Zero clearance

Limitations

Fireplace/wood stove: Connection to chimney not inspected

Heat exchanger: Not visible

Recommendations

Chimney and vent \ Masonry chimney
Condition: Loose, missing or deteriorated mortar
Implication(s): Material deterioration
Location: South Exterior
Task: Repair
Time: Less than 1 year
Note: I observed loose bricks and missing mortar on the chimney on the South side of the house. Recommend having
the mortar replaced, bricks secured, and both chimneys re tuck-pointed
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http://www.discoverhorizon.com/hrb/article.aspx?ASKID=1419&DROPDOWN=1919
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1197&DROPDOWN=1869
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1489&DROPDOWN=113136
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1292&DROPDOWN=7508
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1279&DROPDOWN=3200
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1298&DROPDOWN=52
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1298&DROPDOWN=3045
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=2552&DROPDOWN=7996
http://www.discoverhorizon.com/hrb/article.aspx?ASKID=1106&DROPDOWN=3024
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15. 

Chimney and vent \ Masonry chimney cap
Condition: Missing
Implication(s): Chance of water damage to contents, finishes and/or structure | Shortened life expectancy of material
Task: Correct
Time: Less than 1 year
Note: Neither chimney has a rain cap. I suggest having one installed on each chimney.
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COOLING & HEAT PUMP

Description

Air conditioning type: Water cooled

Cooling capacity: 24,000 BTU/hr

Compressor approximate age: 9 years

Failure probability: Low

Limitations

Inspection limited/prevented by: Low outdoor temperature

Report No. 1013, v.4
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http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1586&DROPDOWN=6314
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1639&DROPDOWN=58
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INSULATION AND VENTILATION

Description

Attic/roof insulation material: Not observed

Attic/roof insulation amount: Not visible

Attic/roof ventilation: None found

Wall insulation material: Glass fiber

Foundation wall insulation material: Glass fiber

Crawlspace ventilation: While there are no vents installed in the crawlspace walls, adequate airflow is provided
around the access doors.

Air/vapor barrier: Not determined

Limitations

Inspection prevented by no access to:
Roof space

Note: No access hatch to roof was observed. I inspected the area behind the knee wall on the S. side of attic

Crawl space inspection performed:
By entering space, but access was limited

Note: Much of the crawlspaces were covered with construction debris, limiting inspection

16. 

Roof ventilation system performance: Not evaluated
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http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1727&DROPDOWN=4670
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1826&DROPDOWN=3751
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1762&DROPDOWN=1956
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1775&DROPDOWN=1952
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INSULATION AND VENTILATION

Air/vapor barrier system: There is no vapor barrier covering exposed soil in the crawlspace areas

Recommendations

General
Recommend removal of construction debris in crawlspace areas, and installation of vapor barrier over all exposed soil.

Location: Throughout Crawl Space
Task: Correct
Time: Less than 1 year
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PLUMBING

Description

Water supply source: Public

Service piping into house: Not visible

Supply piping in house: Copper Plastic Galvanized steel

Main shut off valve at the: Front of the basement

Water flow (pressure): Typical for neighborhood

Water heater fuel: Gas

Water heater type: Conventional

Tank capacity: 40 gallons

Water heater approximate age: 9 years

Water heater failure probability: Low

Waste piping in house: Plastic Cast Iron

Recommendations

General
Recommend installation of earthquake straps on water heater

Location: Basement
Task: Improvement
Time: Less than 1 year

Supply plumbing \ Supply piping in house
Condition: Poor support
Implication(s): Chance of water damage to contents, finishes and/or structure | Leakage
Location: North Basement Laundry Area
Task: Correct
Time: Less than 1 year
Note: Recommend improving fastening of supply pipes in laundry area.

Water heater \ Life expectancy
Condition: Low failure probability

Waste plumbing \ Venting system
Condition: Vent termination problems
Implication(s): Reduced operability | Sewer gases entering the house
Location: Northwest Basement
Task: Correct
Time: Less than 1 year
Note: Recommend capping vent and floor drain in basement.
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http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1858&DROPDOWN=3912
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1907&DROPDOWN=787
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1907&DROPDOWN=4312
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1907&DROPDOWN=1901
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1923&DROPDOWN=6079
http://www.discoverhorizon.com/hrb/article.aspx?ASKID=2582&DROPDOWN=6630
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1990&DROPDOWN=766
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1990&DROPDOWN=72
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=1990&DROPDOWN=3046
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=2045&DROPDOWN=4313
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=2045&DROPDOWN=498
http://www.discoverhorizon.com/hrb/article.aspx?ASKID=2418&DROPDOWN=4561
http://www.discoverhorizon.com/hrb/article.aspx?ASKID=2584&DROPDOWN=7455
http://www.discoverhorizon.com/hrb/article.aspx?ASKID=2260&DROPDOWN=6228
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PLUMBING

Fixtures and faucets \ Hose bibb
Condition: Leak or drip
Implication(s): Chance of water damage to contents, finishes and/or structure
Location: South Exterior
Task: Repair or replace
Time: Less than 1 year
Note: Recommend replacement of leaky hosebib on South side of house

17. 
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INTERIOR

Description

Major floor finishes: Hardwood Resilient

Major wall and ceiling finishes: Plaster/drywall

Windows: Single/double hung Wood Vinyl

Glazing: Single Double

Exterior doors: Solid wood

Evidence of basement leakage:
Dampness

Note: There was slight dampness on S. wall near air conditioning unit

Oven type: Conventional

Oven fuel: Electricity

Range fuel: Electricity

Appliances: Refrigerator Range hood Dishwasher

Laundry facilities: GFCI outlet

Laundry facilities: Washer Laundry tub Hot/cold water supply Dryer Vented to outside 240-Volt outlet Wa

ste standpipe

Limitations

Inspection limited/prevented by:
Storage/furnishings

Note: Personal items limited inspection in basement and garage
Storage in closets/cupboards

Restricted access to: Garage

Appliances: Self-cleaning features on ovens not tested Effectiveness of dishwasher drying cycle not tested

END OF REPORT

Report No. 1013, v.4
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http://www.discoverhorizon.com/hrb/HHRB.aspx?id=2254&DROPDOWN=1998
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=2297&DROPDOWN=4794
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=2331&DROPDOWN=17893
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=2426&DROPDOWN=5460
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=2472&DROPDOWN=5455
http://www.discoverhorizon.com/hrb/HHRB.aspx?id=2474&DROPDOWN=1384
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REFERENCE LIBRARY

The links below connect you to a series of documents that will help you understand your home and how it works. The
body of the report contains specific information about your home. Many report items have related links that provide you
more information about that particular component or issue.

This Library is a broad reference tool. For example, if you want to know the difference between asphalt shingles and
wood shingles, you can look in here. If you have a conventional furnace and are trying to decide whether to upgrade to a
mid-efficiency or high-efficiency furnace, this information may be helpful. If your home does not have air conditioning, but
you are thinking about adding it, there is helpful information for you in here.

The Library is broken into nine house systems: Roofing, Exterior, Structure, Electrical, Heating, Cooling, Insulation,
Plumbing and Interior. Click on any link to read about that system.

1. Roofing and Chimney
2. Exterior
3. Structure
4. Electrical
5. Heating
6. Cooling
7. Insulation
8. Plumbing
9. Interior
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http://www.discoverhorizon.com/hrb/PDFS/21_Roofing.pdf
http://www.discoverhorizon.com/hrb/PDFS/21_Exterior.pdf
http://www.discoverhorizon.com/hrb/PDFS/21_Structure.pdf
http://www.discoverhorizon.com/hrb/PDFS/21_Electrical.pdf
http://www.discoverhorizon.com/hrb/PDFS/21_Heating.pdf
http://www.discoverhorizon.com/hrb/PDFS/21_Cooling-Heat_Pumps.pdf
http://www.discoverhorizon.com/hrb/PDFS/21_Insulation.pdf
http://www.discoverhorizon.com/hrb/PDFS/21_Plumbing.pdf
http://www.discoverhorizon.com/hrb/PDFS/21_Interior.pdf
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